Standard Heat Pump
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To avoid potential freeze-up, make sure
the heat exchanger is installed more
than 5 in. in front of the evaporator coil.

Supply Plenum

Heat Exchanger for
Outdoor Wood Furnace

(Note: Hot Supply Goes into
Tempering Valve the Lower Fitting)

(optional) Optional 3-Way
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This horizontal assembly
must not exceed a height
of 4 inches above top of
water heater.
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Installer must comply with all applicable
local, state and federal codes.

) ) Installer must confirm adequate air flow
For illustration purposes only: after heat exchanger is installed.
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« Water heater styles may vary.
- Applications may vary.
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